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Important information about your xSeries 345 server

This document provides additional information about your IBM® xSeries™ 345 server. Store this
document with your server documentation.

Important: The two shipping brackets must be installed if you ship the rack cabinet after you install the
server.

Shipping
bracket

Install a shipping bracket over the slide-rail pins at the rear of the slide rail and insert and tighten one
M6 screw. Do the same for the other slide rail. See the Rack Installation Instructions publication that comes
with your server for complete rack installation and removal instructions.
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